PLUGGED TEE (CLEAN OUT)

25mm ¢ MINIMUM PVC PIPE
(sch.40)

CONNECT POWER SUPPLY TO
GROUND FAULT CIRCUIT

INTERRUPT (GFCI).
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MINIMUM SUMP DEPTH = 300mm
VOLUME = 0.04 m3
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