Water Supply System Summary:

1. Useable Volume in Storage:

<table>
<thead>
<tr>
<th>Reservoir</th>
<th>March 31 5 Year Ave</th>
<th>March 31/17</th>
<th>March 25/18</th>
<th>% Existing Full Storage</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>ML</td>
<td>MIG</td>
<td>ML</td>
<td>MIG</td>
</tr>
<tr>
<td>Sooke</td>
<td>92,727</td>
<td>20,400</td>
<td>92,727</td>
<td>20,400</td>
</tr>
<tr>
<td>Goldstream</td>
<td>9,152</td>
<td>2,013</td>
<td>8,895</td>
<td>1,957</td>
</tr>
<tr>
<td>Total</td>
<td>101,879</td>
<td>22,413</td>
<td>101,622</td>
<td>22,357</td>
</tr>
</tbody>
</table>

2. Average Daily Demand:

- For the month of March: 98.3 MLD 21.63 MIGD
- For week ending March 25, 2018: 98.6 MLD 21.69 MIGD
- Max. day March 2018, to date: 106.8 MLD 23.49 MIGD

3. Average 5 Year Daily Demand for March

- Average (2013 - 2017): 98.0 MLD 1 21.56 MIGD 2

4. Rainfall March:

- Average (1914 - 2017): 163.7 mm
- Actual Rainfall to Date: 37.1 (23% of monthly average)

5. Rainfall: Sep 1 - Mar 25

- Average (1914 - 2017): 1389.0 mm
- 2017 / 2018: 1380.2 (99% of average)

6. Water Conservation Action Required:

If you require further information, please contact:

Ted Robbins, B.Sc., C.Tech
General Manager, CRD - Integrated Water Services
or
Glenn Harris, Ph D., RPBio
Senior Manager - Environmental Protection

479 Island Highway
Victoria, BC  V9B 1H7
(250) 474-9600